
MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/04/2021 15:00County: Berrien

13:32

DIST

840 THRESHER,BENTON HARBOR

Sample ID: LJ71863
10801398_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.001

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/04/2021 15:00County: Berrien

13:32

DIST

840 THRESHER,BENTON HARBOR

Sample ID: LJ71864
10801398_02Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/05/2021 07:30County: Berrien

13:32

DIST

174 HASTINGS,BENTON HARBOR

Sample ID: LJ71865
10801398_03Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/05/2021 07:30County: Berrien

13:32

DIST

174 HASTINGS,BENTON HARBOR

Sample ID: LJ71866
10801398_04Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.004

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/05/2021 05:56County: Berrien

13:32

DIST

853 E VINEYARD,BENTON HARBOR

Sample ID: LJ71867
10801398_05Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.005

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/05/2021 05:56County: Berrien

13:32

DIST

853 E VINEYARD,BENTON HARBOR

Sample ID: LJ71868
10801398_06Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.004

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/05/2021 08:00County: Berrien

13:32

DIST

759 BUSS,BENTON HARBOR

Sample ID: LJ71869
10801398_07Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.001

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/05/2021 08:00County: Berrien

13:32

DIST

759 BUSS,BENTON HARBOR

Sample ID: LJ71870
10801398_08Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.001

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/08/2021 07:00County: Berrien

13:32

DIST

140 BENTON,BENTON HARBOR

Sample ID: LJ71871
10801398_09Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/08/2021 07:00County: Berrien

13:32

DIST

140 BENTON,BENTON HARBOR

Sample ID: LJ71872
10801398_10Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/03/2021 05:00County: Berrien

13:32

DIST

663 THRESHER,BENTON HARBOR

Sample ID: LJ71873
10801398_11Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/03/2021 05:00County: Berrien

13:32

DIST

663 THRESHER,BENTON HARBOR

Sample ID: LJ71874
10801398_12Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.001

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/03/2021 07:00County: Berrien

13:32

DIST

446 PACKARD,BENTON HARBOR

Sample ID: LJ71875
10801398_13Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/03/2021 07:00County: Berrien

13:33

DIST

446 PACKARD,BENTON HARBOR

Sample ID: LJ71876
10801398_14Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/04/2021 06:24County: Berrien

13:33

DIST

141 N WINANS,BENTON HARBOR

Sample ID: LJ71877
10801398_15Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.001

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/04/2021 06:24County: Berrien

13:33

DIST

141 N WINANS,BENTON HARBOR

Sample ID: LJ71878
10801398_16Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/06/2021 07:35County: Berrien

13:33

DIST

1267 SUPERIOR,BENTON HARBOR

Sample ID: LJ71879
10801398_17Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.012

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/06/2021 07:35County: Berrien

13:33

DIST

1267 SUPERIOR,BENTON HARBOR

Sample ID: LJ71880
10801398_18Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.021

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/05/2021 18:00County: Berrien

13:33

DIST

789 THRESHER,BENTON HARBOR

Sample ID: LJ71881
10801398_19Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/05/2021 18:00County: Berrien

13:33

DIST

789 THRESHER,BENTON HARBOR

Sample ID: LJ71882
10801398_20Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIRST DRAW

08/09/2021 06:15County: Berrien

13:33

DIST

931 MONROE,BENTON HARBOR

Sample ID: LJ71883
10801398_21Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.011

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIFTH DRAW

08/09/2021 06:15County: Berrien

13:33

DIST

931 MONROE,BENTON HARBOR

Sample ID: LJ71884
10801398_22Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.017

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/06/2021 08:00County: Berrien

13:33

DIST

596 CASS,BENTON HARBOR

Sample ID: LJ71885
10801398_23Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/06/2021 08:00County: Berrien

13:33

DIST

596 CASS,BENTON HARBOR

Sample ID: LJ71886
10801398_24Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/06/2021 04:00County: Berrien

13:33

DIST

610 SUPERIOR,BENTON HARBOR

Sample ID: LJ71887
10801398_25Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/06/2021 04:00County: Berrien

13:33

DIST

610 SUPERIOR,BENTON HARBOR

Sample ID: LJ71888
10801398_26Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/04/2021 05:45County: Berrien

13:33

DIST

534 E MAIN ST,BENTON HARBOR

Sample ID: LJ71889
10801398_27Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/04/2021 05:45County: Berrien

13:33

DIST

534 E MAIN ST,BENTON HARBOR

Sample ID: LJ71890
10801398_28Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/06/2021 08:30County: Berrien

13:33

DIST

857 OGDEN,BENTON HARBOR

Sample ID: LJ71891
10801398_29Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.012

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/06/2021 08:30County: Berrien

13:33

DIST

857 OGDEN,BENTON HARBOR

Sample ID: LJ71892
10801398_30Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/L0.015

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/04/2021 03:00County: Berrien

13:33

DIST

191 SEARLES,BENTON HARBOR

Sample ID: LJ71893
10801398_31Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/04/2021 03:00County: Berrien

13:33

DIST

191 SEARLES,BENTON HARBOR

Sample ID: LJ71894
10801398_32Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/03/2021 11:45County: Berrien

13:33

DIST

261 SEARLES,BENTON HARBOR

Sample ID: LJ71895
10801398_33Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/11/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/03/2021 11:45County: Berrien

13:33

DIST

261 SEARLES,BENTON HARBOR

Sample ID: LJ71896
10801398_34Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/12/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/12/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 8/13/2021  2:47:14PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 

DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  

as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 8 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name: Village of BARODA 

2. County: BERRIEN 3. WSSN: 00420 

4. Population: 900 5. Monitoring Period: From: 6/1/2021 To: 9/1/2021 

6. Minimum # of Samples Required: 10 7. # of Samples Taken: 10 

8. Name of Certified Laboratory: EGLE DRINKING WATER LAB 

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 

• Tier 1 sites must be used unless insufficient Tier 1 sites available. 

• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 

• If insufficient Tier 2 sites, then Tier 3 sites must be used. 

• If no Tier 1, 2, or 3 sites are available, sites must be representative of 
plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: In years past, 8970 Ruggles Rd (Spitzke Family) was a sampling site for the Lead & Copper Program.  

While reaching out to the homeowner, she asked not to participate due to the recent passing of her husband who always took care of it.  
The new address is 8669 THIRD ST (Krone Family), who also is the former DPW superintendent and is aware of the procedure and the 
utilities in the ground to his house.  

 

10. SIGNATURE: 

Name
: 

 SHANE 
PARQUETTE     

Signature

:   

 

    

Title: OPERATOR    Phone: 

 269- 
338-
5435   Date:  8/9/2021 

EGLE-DWEHD-CWSS-LCU

RECEIVED
Aug 13 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/16/2021 18:15County: Berrien

15:44

DIST

810 NATE WELLS,BENTON HARBOR

Sample ID: LJ74829
10803333_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/16/2021 18:15County: Berrien

15:44

DIST

810 NATE WELLS,BENTON HARBOR

Sample ID: LJ74830
10803333_02Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/12/2021 09:36County: Berrien

15:44

DIST

142 SEARLES,BENTON HARBOR

Sample ID: LJ74831
10803333_03Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/12/2021 09:36County: Berrien

15:44

DIST

142 SEARLES,BENTON HARBOR

Sample ID: LJ74832
10803333_04Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/L0.004

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/13/2021 07:00County: Berrien

15:44

DIST

1022 HURD,BENTON HARBOR

Sample ID: LJ74833
10803333_05Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/13/2021 07:00County: Berrien

15:44

DIST

1022 HURD,BENTON HARBOR

Sample ID: LJ74834
10803333_06Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/17/2021 08:00County: Berrien

15:44

DIST

753 BROADWAY,BENTON HARBOR

Sample ID: LJ74835
10803333_07Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/17/2021 08:00County: Berrien

15:44

DIST

753 BROADWAY,BENTON HARBOR

Sample ID: LJ74836
10803333_08Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/19/2021 09:00County: Berrien

15:44

DIST

1291 SUPERIOR,BENTON HARBOR

Sample ID: LJ74837
10803333_09Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/19/2021 09:00County: Berrien

15:44

DIST

1291 SUPERIOR,BENTON HARBOR

Sample ID: LJ74838
10803333_10Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/16/2021 10:00County: Berrien

15:44

DIST

759 OGDEN,BENTON HARBOR

Sample ID: LJ74839
10803333_11Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/16/2021 10:00County: Berrien

15:44

DIST

759 OGDEN,BENTON HARBOR

Sample ID: LJ74840
10803333_12Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/17/2021 08:30County: Berrien

15:44

DIST

504 TERRITORIAL,BENTON HARBOR

Sample ID: LJ74841
10803333_13Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/17/2021 08:30County: Berrien

15:44

DIST

504 TERRITORIAL,BENTON HARBOR

Sample ID: LJ74842
10803333_14Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIRST DRAW

08/17/2021 08:00County: Berrien

15:44

DIST

1057 MONROE,BENTON HARBOR

Sample ID: LJ74843
10803333_15Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/L0.012

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIFTH DRAW

08/17/2021 08:00County: Berrien

15:44

DIST

1057 MONROE,BENTON HARBOR

Sample ID: LJ74844
10803333_16Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/L0.010

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/17/2021 06:00County: Berrien

15:44

DIST

846 EDGECUMBE,BENTON HARBOR

Sample ID: LJ74845
10803333_17Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/17/2021 06:00County: Berrien

15:44

DIST

846 EDGECUMBE,BENTON HARBOR

Sample ID: LJ74846
10803333_18Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/13/2021 11:30County: Berrien

15:44

DIST

807 HIGH ST,BENTON HARBOR

Sample ID: LJ74847
10803333_19Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/L0.019

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

08/25/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/13/2021 11:30County: Berrien

15:44

DIST

807 HIGH ST,BENTON HARBOR

Sample ID: LJ74848
10803333_20Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.308/30/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01508/30/20210.001mg/L0.008

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/3/2021  2:57:35PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/01/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/26/2021 06:00County: Berrien

15:22

DIST

781 BUSS,BENTON HARBOR

Sample ID: LJ75973
10900147_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/02/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/02/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/10/2021  2:08:14PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 10 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/01/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/26/2021 06:00County: Berrien

15:22

DIST

781 BUSS,BENTON HARBOR

Sample ID: LJ75974
10900147_02Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/02/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/02/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/10/2021  2:08:14PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 10 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/01/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/01/2021 06:30County: Berrien

15:22

DIST

285 HASTINGS,BENTON HARBOR

Sample ID: LJ75975
10900147_03Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/02/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/02/20210.001mg/L0.001

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/10/2021  2:08:14PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 10 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/01/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

09/01/2021 06:30County: Berrien

15:22

DIST

285 HASTINGS,BENTON HARBOR

Sample ID: LJ75976
10900147_04Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/02/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/02/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/10/2021  2:08:14PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 10 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/01/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/01/2021 05:00County: Berrien

15:22

DIST

166 SEARLES,BENTON HARBOR

Sample ID: LJ75977
10900147_05Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/02/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/02/20210.001mg/L0.048

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/10/2021  2:08:14PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 10 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/01/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

09/01/2021 05:00County: Berrien

15:22

DIST

166 SEARLES,BENTON HARBOR

Sample ID: LJ75978
10900147_06Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/02/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/02/20210.001mg/L0.019

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/10/2021  2:08:14PM
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MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/01/2021

BENTON HARBOR

RESIDENT
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ROBERT JONES
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Township/Well#/Section: //
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185 PARKER AVE,BENTON HARBOR

Sample ID: LJ75979
10900147_07Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/02/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/02/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/10/2021  2:08:14PM
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ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other
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Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

09/01/2021 05:15County: Berrien

15:22

DIST

185 PARKER AVE,BENTON HARBOR

Sample ID: LJ75980
10900147_08Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/02/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/02/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/10/2021  2:08:14PM

EGLE-DWEHD-CWSS-LCU
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Sep 10 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/01/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/24/2021 01:00County: Berrien

15:22

DIST

265 SEARLES,BENTON HARBOR

Sample ID: LJ75981
10900147_09Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/02/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/02/20210.001mg/L0.004

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/10/2021  2:08:14PM

EGLE-DWEHD-CWSS-LCU
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Sep 10 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/01/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/24/2021 01:00County: Berrien

15:22

DIST

265 SEARLES,BENTON HARBOR

Sample ID: LJ75982
10900147_10Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/02/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/02/20210.001mg/L0.004

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/10/2021  2:08:14PM

EGLE-DWEHD-CWSS-LCU
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MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/01/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/01/2021 07:00County: Berrien

15:23

DIST

150 PARKER AVE,BENTON HARBOR

Sample ID: LJ75983
10900147_11Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/02/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/02/20210.001mg/L0.004

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/10/2021  2:08:14PM

EGLE-DWEHD-CWSS-LCU
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Sep 10 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/01/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

09/01/2021 07:00County: Berrien

15:23

DIST

150 PARKER AVE,BENTON HARBOR

Sample ID: LJ75984
10900147_12Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/02/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/02/20210.001mg/L0.008

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/10/2021  2:08:14PM

EGLE-DWEHD-CWSS-LCU
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Sep 10 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/01/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/17/2021 08:00County: Berrien

EPA requires samples for metals analysis to be acidified within 14 days of collection 

for compliance monitoring. This sample was received more than 14 days after 

collection. 

LJ75985Sample Comment

15:23

DIST

1198 JENNINGS,BENTON HARBOR

Sample ID: LJ75985
10900147_13Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/02/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/02/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/10/2021  2:08:14PM

EGLE-DWEHD-CWSS-LCU
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Sep 10 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/01/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

08/17/2021 08:00County: Berrien

EPA requires samples for metals analysis to be acidified within 14 days of collection 

for compliance monitoring. This sample was received more than 14 days after 

collection. 

LJ75986Sample Comment

15:23

DIST

1198 JENNINGS,BENTON HARBOR

Sample ID: LJ75986
10900147_14Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/02/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/02/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/10/2021  2:08:14PM
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RECEIVED
Sep 10 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/01/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/01/2021 07:00County: Berrien

15:23

DIST

277 HASTINGS,BENTON HARBOR

Sample ID: LJ75987
10900147_15Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/02/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/02/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane
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MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/01/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

09/01/2021 07:00County: Berrien

15:23

DIST

277 HASTINGS,BENTON HARBOR

Sample ID: LJ75988
10900147_16Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/02/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/02/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/10/2021  2:08:14PM
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MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/01/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

08/27/2021 08:00County: Berrien

15:23

DIST

127 SEARLES,BENTON HARBOR

Sample ID: LJ75989
10900147_17Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/02/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/02/20210.001mg/L0.004

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/10/2021  2:08:14PM
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MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/01/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW
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15:23
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127 SEARLES,BENTON HARBOR

Sample ID: LJ75990
10900147_18Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/02/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/02/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane
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MICHIGAN DEPARTMENT OF
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DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/08/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/02/2021 08:00County: Berrien

16:11

DIST

946 BISHOP,BENTON HARBOR

Sample ID: LJ76950
10900866_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/10/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/10/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/15/2021  1:45:37PM

MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

Single Family Dwelling

Routine MonitoringTreated Public Distribution System

Other

09/03/2021

VILLAGE OF MANCHESTER

MARK BALL

04020

VILLAGE OF MANCHESTER

912 CITY RD

PO BOX 485

MANCHESTER MI 48158

Township/Well#/Section: MANCHESTER//

KITCHEN SINK FIRST DRAW

08/25/2021 15:35County: Washtenaw

12:25

528 CITY RD,MANCHESTER

Sample ID: LJ76310
10900461_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/07/20210.05mg/L0.28

Lead 7439-92-1EPA 200.80.01509/07/20210.001mg/L0.006

Washtenaw Co Dept. of Planning & Environment

705 N. Zeeb Road

Ann Arbor, MI 48107-8645

734 222-3800

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/13/2021 12:34:46PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 15 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/08/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

09/02/2021 08:00County: Berrien

16:11

DIST

946 BISHOP,BENTON HARBOR

Sample ID: LJ76951
10900866_02Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/10/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/10/20210.001mg/L0.005

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/15/2021  1:45:37PM

MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

Single Family Dwelling

Routine MonitoringTreated Public Distribution System

Other

09/03/2021

VILLAGE OF MANCHESTER

MARK BALL

04020

VILLAGE OF MANCHESTER

912 CITY RD

PO BOX 485

MANCHESTER MI 48158

Township/Well#/Section: MANCHESTER//

KITCHEN SINK FIRST DRAW

08/25/2021 15:35County: Washtenaw

12:25

528 CITY RD,MANCHESTER

Sample ID: LJ76310
10900461_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/07/20210.05mg/L0.28

Lead 7439-92-1EPA 200.80.01509/07/20210.001mg/L0.006

Washtenaw Co Dept. of Planning & Environment

705 N. Zeeb Road

Ann Arbor, MI 48107-8645

734 222-3800

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/13/2021 12:34:46PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 15 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/17/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/14/2021 06:00County: Berrien

11:17

DIST

1133 JENNINGS,BENTON HARBOR

Sample ID: LJ79067
10902260_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/20/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/20/20210.001mg/L0.012

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/24/2021  9:04:03AM

MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/08/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/02/2021 08:00County: Berrien

16:11

DIST

946 BISHOP,BENTON HARBOR

Sample ID: LJ76950
10900866_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/10/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/10/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/15/2021  1:45:37PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 27 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/17/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

09/14/2021 06:00County: Berrien

11:17

DIST

1133 JENNINGS,BENTON HARBOR

Sample ID: LJ79068
10902260_02Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/20/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/20/20210.001mg/L0.020

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/24/2021  9:04:03AM

MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/08/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/02/2021 08:00County: Berrien

16:11

DIST

946 BISHOP,BENTON HARBOR

Sample ID: LJ76950
10900866_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/10/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/10/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/15/2021  1:45:37PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 27 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/17/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIRST DRAW

09/14/2021 05:00County: Berrien

11:17

DIST

875 MCGUIGAN AVE,BENTON HARBOR

Sample ID: LJ79069
10902260_03Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/20/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/20/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/24/2021  9:04:03AM

MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/08/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/02/2021 08:00County: Berrien

16:11

DIST

946 BISHOP,BENTON HARBOR

Sample ID: LJ76950
10900866_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/10/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/10/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/15/2021  1:45:37PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 27 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/17/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIFTH DRAW

09/14/2021 05:00County: Berrien

11:17

DIST

875 MCGUIGAN AVE,BENTON HARBOR

Sample ID: LJ79070
10902260_04Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/20/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/20/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/24/2021  9:04:03AM

MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/08/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/02/2021 08:00County: Berrien

16:11

DIST

946 BISHOP,BENTON HARBOR

Sample ID: LJ76950
10900866_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/10/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/10/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/15/2021  1:45:37PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 27 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/17/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/14/2021 07:15County: Berrien

11:17

DIST

1129 JENNINGS,BENTON HARBOR

Sample ID: LJ79071
10902260_05Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/20/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/20/20210.001mg/L0.011

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/24/2021  9:04:03AM

MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/08/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/02/2021 08:00County: Berrien

16:11

DIST

946 BISHOP,BENTON HARBOR

Sample ID: LJ76950
10900866_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/10/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/10/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/15/2021  1:45:37PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 27 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/17/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

09/14/2021 07:15County: Berrien

11:17

DIST

1129 JENNINGS,BENTON HARBOR

Sample ID: LJ79072
10902260_06Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/20/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/20/20210.001mg/L0.015

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/24/2021  9:04:03AM

MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/08/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/02/2021 08:00County: Berrien

16:11

DIST

946 BISHOP,BENTON HARBOR

Sample ID: LJ76950
10900866_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/10/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/10/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/15/2021  1:45:37PM

EGLE-DWEHD-CWSS-LCU
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Sep 27 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/17/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/14/2021 05:05County: Berrien

11:17

DIST

1354 BISHOP,BENTON HARBOR

Sample ID: LJ79073
10902260_07Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/20/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/20/20210.001mg/L0.001

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/24/2021  9:04:03AM

MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/08/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/02/2021 08:00County: Berrien

16:11

DIST

946 BISHOP,BENTON HARBOR

Sample ID: LJ76950
10900866_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/10/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/10/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/15/2021  1:45:37PM

EGLE-DWEHD-CWSS-LCU
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MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/17/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

09/14/2021 05:05County: Berrien

11:17

DIST

1354 BISHOP,BENTON HARBOR

Sample ID: LJ79074
10902260_08Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/20/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/20/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/24/2021  9:04:03AM

MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/08/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/02/2021 08:00County: Berrien

16:11

DIST

946 BISHOP,BENTON HARBOR

Sample ID: LJ76950
10900866_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/10/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/10/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/15/2021  1:45:37PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
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MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/22/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/15/2021 06:00County: Berrien

15:21

DIST

1161 UNION 1ST LITER,BENTON HARBOR

Sample ID: LJ79985
10902908_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/27/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/27/20210.001mg/L0.007

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/30/2021  4:35:55PM
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MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/22/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

09/15/2021 06:00County: Berrien

15:21

DIST

1161 UNION 5TH LITER,BENTON HARBOR

Sample ID: LJ79986
10902908_02Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/27/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/27/20210.001mg/L0.005

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/30/2021  4:35:55PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 30 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/22/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/17/2021 07:11County: Berrien

15:21

DIST

1292 BISHOP 1ST LITER,BENTON HARBOR

Sample ID: LJ79987
10902908_03Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/27/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/27/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/30/2021  4:35:55PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 30 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/22/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

09/17/2021 07:11County: Berrien

15:21

DIST

1292 BISHOP 5TH LITER,BENTON HARBOR

Sample ID: LJ79988
10902908_04Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/27/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/27/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/30/2021  4:35:55PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 30 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/22/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/17/2021 15:00County: Berrien

15:22

DIST

1212 PEARL 1ST LITER,BENTON HARBOR

Sample ID: LJ79989
10902908_05Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/27/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/27/20210.001mg/L0.004

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/30/2021  4:35:55PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 30 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/22/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

09/17/2021 15:00County: Berrien

15:22

DIST

1212 PEARL 5TH LITER,BENTON HARBOR

Sample ID: LJ79990
10902908_06Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/27/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/27/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/30/2021  4:35:55PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 30 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/22/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/20/2021 05:00County: Berrien

15:22

DIST

1110 OGDEN 1ST LITER,BENTON HARBOR

Sample ID: LJ79991
10902908_07Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/27/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/27/20210.001mg/L0.007

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/30/2021  4:35:55PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 30 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/22/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH LITER

09/20/2021 05:00County: Berrien

15:22

DIST

1110 OGDEN 5TH LITER,BENTON HARBOR

Sample ID: LJ79992
10902908_08Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/27/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/27/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/30/2021  4:35:55PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 30 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/22/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIRST DRAW

09/16/2021 08:00County: Berrien

15:22

DIST

932 SUPERIOR 1ST LITER,BENTON HARBOR

Sample ID: LJ79993
10902908_09Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/27/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/27/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/30/2021  4:35:55PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 30 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/22/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIFTH DRAW

09/16/2021 08:00County: Berrien

15:22

DIST

932 SUPERIOR 5TH LITER,BENTON HARBOR

Sample ID: LJ79994
10902908_10Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/27/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/27/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/30/2021  4:35:55PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 30 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/22/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/16/2021 07:00County: Berrien

15:22

DIST

1088 OGDEN 1ST LITER,BENTON HARBOR

Sample ID: LJ79995
10902908_11Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/27/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/27/20210.001mg/L0.001

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/30/2021  4:35:55PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 30 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/22/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

09/16/2021 07:00County: Berrien

15:22

DIST

1088 OGDEN 5TH LITER,BENTON HARBOR

Sample ID: LJ79996
10902908_12Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/27/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/27/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/30/2021  4:35:55PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 30 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/22/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

09/14/2021 14:00County: Berrien

15:22

DIST

114 MCCORD 1ST LITER,BENTON HARBOR

Sample ID: LJ79997
10902908_13Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/27/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/27/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/30/2021  4:35:55PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 30 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

09/22/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

09/14/2021 14:00County: Berrien

15:22

DIST

114 MCCORD 5TH LITER,BENTON HARBOR

Sample ID: LJ79998
10902908_14Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.309/27/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01509/27/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 9/30/2021  4:35:55PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Sep 30 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/06/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

10/06/2021 09:15County: Berrien

15:36

DIST

1118 BROADWAY,BENTON HARBOR

Sample ID: LJ83329
11000689_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/07/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/07/20210.001mg/L0.013

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 10/11/2021 11:00:21AM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 8 2021

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 11 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/06/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

10/06/2021 09:15County: Berrien

15:36

DIST

1118 BROADWAY,BENTON HARBOR

Sample ID: LJ83330
11000689_02Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/07/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/07/20210.001mg/L0.010

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 10/11/2021 11:00:21AM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 8 2021

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 11 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/06/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

10/06/2021 06:00County: Berrien

15:36

DIST

1069 AGARD,BENTON HARBOR

Sample ID: LJ83331
11000689_03Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/07/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/07/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 10/11/2021 11:00:21AM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 8 2021

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 11 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/06/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

10/06/2021 06:00County: Berrien

15:36

DIST

1069 AGARD,BENTON HARBOR

Sample ID: LJ83332
11000689_04Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/07/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/07/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 10/11/2021 11:00:21AM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 8 2021

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 11 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/06/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

10/06/2021 04:30County: Berrien

15:36

DIST

1124 COLFAX,BENTON HARBOR

Sample ID: LJ83333
11000689_05Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/07/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/07/20210.001mg/L0.004

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 10/11/2021 11:00:21AM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 8 2021

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 11 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/06/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH

10/06/2021 04:30County: Berrien

15:36

DIST

1124 COLFAX,BENTON HARBOR

Sample ID: LJ83334
11000689_06Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/07/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/07/20210.001mg/L0.004

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 10/11/2021 11:00:21AM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 8 2021

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 11 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/06/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

10/06/2021 08:25County: Berrien

15:36

DIST

1178 BROADWAY,BENTON HARBOR

Sample ID: LJ83335
11000689_07Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/07/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/07/20210.001mg/L0.010

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 10/11/2021 11:00:21AM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 8 2021

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 11 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/06/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

10/06/2021 08:25County: Berrien

15:36

DIST

1178 BROADWAY,BENTON HARBOR

Sample ID: LJ83336
11000689_08Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/07/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/07/20210.001mg/L0.008

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 10/11/2021 11:00:21AM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 8 2021

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 11 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/13/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

10/07/2021 11:00County: Berrien

15:29

DIST

1248 BROADWAY,BENTON HARBOR

Sample ID: LJ84253
11001273_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/14/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/14/20210.001mg/L0.005

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 10/19/2021 12:21:34PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY

PM
DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION

GV `G LEAD AND COPPER REPORT AND

CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY

FORM A - SUPPLIES WITH LEAD SERVICE LINES
Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399, 

as amended (Act 399), MCL 325. 1001 et seq., and the Administrative Rules. 
Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

Administrative Rule R 325. 10710d requires water supplies to report lead and copper monitoring information within
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are
available on pages 8 - 10. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 

and Energy ( EGLE) district office. 

1. Supply Name: City of Monroe Water

2. County: Monroe 3. WSSN: 04450

4. Population: 48, 664 5. Monitoring Period: From: 06/ 01/ 2021 To: 09/ 30/ 2021

6. Minimum # of Samples Required: 30 7. # of Samples Taken: 31 for Compliance

8. Name of Certified Laboratory: Michigan Department of Environment, Great Lakes and Energy

9. SAMPLE CRITERIA: 

This form is for water supplies collecting some or all lead and copper samples from sites
WITH LEAD SERVICE LINES. All other supplies should use Form B. 

Yes No

Are some or all samples from sites WITH lead service lines? 

If no sites served by a lead service line, STOP and use Form B. For more information

see Instructions item 11Did you prioritize sample collection according to the following: 
Tier 1 sites must be used unless insufficient Tier 1 sites available. Tier and Sample

If insufficient Tier 1 sites available, then Tier 2 sites must be used. Category" at the end of

If insufficient Tier 2 sites, then Tier 3 sites must be used. 
the document. 

If no Tier 1, 2, or 3 sites are available, sites must be representative

of plumbing materials typically found throughout the water system. 

Were the same sampling sites used as in the previous monitoring period? 
If no, explain ( attach additional pages if needed): Due to lack of participation from customers who
sampled in last year' s lead and copper monitoring period, we had to expand our search criteria. 

Comments: 35 total lead and copper samples were collected during the monitoring period of 06/ 01/ 2021 through
09/ 30/ 2021, but only 31 samples are for compliance monitoring. 4 samples were for investigative purposes. 

10. SIGNATURE: 

Name: Christopher S. Knight Signature. 

Title: WTP Superintendent Phone: 734 241- 5947 Ext. 6 Date: October 14, 2021

EGLE Environmental Assistance Center Michigan. gov/ EGLE EQP5942a

Telephone: 1- 800- 662- 9278 Page 1 of 7 Rev. 5/ 2021

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 19 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/13/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

10/07/2021 11:00County: Berrien

15:29

DIST

1248 BROADWAY,BENTON HARBOR

Sample ID: LJ84254
11001273_02Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/14/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/14/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 10/19/2021 12:21:34PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY

PM
DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION

GV `G LEAD AND COPPER REPORT AND

CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY

FORM A - SUPPLIES WITH LEAD SERVICE LINES
Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399, 

as amended (Act 399), MCL 325. 1001 et seq., and the Administrative Rules. 
Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

Administrative Rule R 325. 10710d requires water supplies to report lead and copper monitoring information within
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are
available on pages 8 - 10. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 

and Energy ( EGLE) district office. 

1. Supply Name: City of Monroe Water

2. County: Monroe 3. WSSN: 04450

4. Population: 48, 664 5. Monitoring Period: From: 06/ 01/ 2021 To: 09/ 30/ 2021

6. Minimum # of Samples Required: 30 7. # of Samples Taken: 31 for Compliance

8. Name of Certified Laboratory: Michigan Department of Environment, Great Lakes and Energy

9. SAMPLE CRITERIA: 

This form is for water supplies collecting some or all lead and copper samples from sites
WITH LEAD SERVICE LINES. All other supplies should use Form B. 

Yes No

Are some or all samples from sites WITH lead service lines? 

If no sites served by a lead service line, STOP and use Form B. For more information

see Instructions item 11Did you prioritize sample collection according to the following: 
Tier 1 sites must be used unless insufficient Tier 1 sites available. Tier and Sample

If insufficient Tier 1 sites available, then Tier 2 sites must be used. Category" at the end of

If insufficient Tier 2 sites, then Tier 3 sites must be used. 
the document. 

If no Tier 1, 2, or 3 sites are available, sites must be representative

of plumbing materials typically found throughout the water system. 

Were the same sampling sites used as in the previous monitoring period? 
If no, explain ( attach additional pages if needed): Due to lack of participation from customers who
sampled in last year' s lead and copper monitoring period, we had to expand our search criteria. 

Comments: 35 total lead and copper samples were collected during the monitoring period of 06/ 01/ 2021 through
09/ 30/ 2021, but only 31 samples are for compliance monitoring. 4 samples were for investigative purposes. 

10. SIGNATURE: 

Name: Christopher S. Knight Signature. 

Title: WTP Superintendent Phone: 734 241- 5947 Ext. 6 Date: October 14, 2021

EGLE Environmental Assistance Center Michigan. gov/ EGLE EQP5942a

Telephone: 1- 800- 662- 9278 Page 1 of 7 Rev. 5/ 2021

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 19 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/13/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

10/07/2021 17:30County: Berrien

15:29

DIST

1244 JENNINGS,BENTON HARBOR

Sample ID: LJ84255
11001273_03Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/14/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/14/20210.001mg/L0.001

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 10/19/2021 12:21:34PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY

PM
DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION

GV `G LEAD AND COPPER REPORT AND

CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY

FORM A - SUPPLIES WITH LEAD SERVICE LINES
Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399, 

as amended (Act 399), MCL 325. 1001 et seq., and the Administrative Rules. 
Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

Administrative Rule R 325. 10710d requires water supplies to report lead and copper monitoring information within
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are
available on pages 8 - 10. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 

and Energy ( EGLE) district office. 

1. Supply Name: City of Monroe Water

2. County: Monroe 3. WSSN: 04450

4. Population: 48, 664 5. Monitoring Period: From: 06/ 01/ 2021 To: 09/ 30/ 2021

6. Minimum # of Samples Required: 30 7. # of Samples Taken: 31 for Compliance

8. Name of Certified Laboratory: Michigan Department of Environment, Great Lakes and Energy

9. SAMPLE CRITERIA: 

This form is for water supplies collecting some or all lead and copper samples from sites
WITH LEAD SERVICE LINES. All other supplies should use Form B. 

Yes No

Are some or all samples from sites WITH lead service lines? 

If no sites served by a lead service line, STOP and use Form B. For more information

see Instructions item 11Did you prioritize sample collection according to the following: 
Tier 1 sites must be used unless insufficient Tier 1 sites available. Tier and Sample

If insufficient Tier 1 sites available, then Tier 2 sites must be used. Category" at the end of

If insufficient Tier 2 sites, then Tier 3 sites must be used. 
the document. 

If no Tier 1, 2, or 3 sites are available, sites must be representative

of plumbing materials typically found throughout the water system. 

Were the same sampling sites used as in the previous monitoring period? 
If no, explain ( attach additional pages if needed): Due to lack of participation from customers who
sampled in last year' s lead and copper monitoring period, we had to expand our search criteria. 

Comments: 35 total lead and copper samples were collected during the monitoring period of 06/ 01/ 2021 through
09/ 30/ 2021, but only 31 samples are for compliance monitoring. 4 samples were for investigative purposes. 

10. SIGNATURE: 

Name: Christopher S. Knight Signature. 

Title: WTP Superintendent Phone: 734 241- 5947 Ext. 6 Date: October 14, 2021

EGLE Environmental Assistance Center Michigan. gov/ EGLE EQP5942a

Telephone: 1- 800- 662- 9278 Page 1 of 7 Rev. 5/ 2021

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 19 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/13/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

10/07/2021 17:30County: Berrien

15:29

DIST

1244 JENNINGS,BENTON HARBOR

Sample ID: LJ84256
11001273_04Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/14/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/14/20210.001mg/L0.001

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 10/19/2021 12:21:34PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY

PM
DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION

GV `G LEAD AND COPPER REPORT AND

CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY

FORM A - SUPPLIES WITH LEAD SERVICE LINES
Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399, 

as amended (Act 399), MCL 325. 1001 et seq., and the Administrative Rules. 
Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

Administrative Rule R 325. 10710d requires water supplies to report lead and copper monitoring information within
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are
available on pages 8 - 10. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 

and Energy ( EGLE) district office. 

1. Supply Name: City of Monroe Water

2. County: Monroe 3. WSSN: 04450

4. Population: 48, 664 5. Monitoring Period: From: 06/ 01/ 2021 To: 09/ 30/ 2021

6. Minimum # of Samples Required: 30 7. # of Samples Taken: 31 for Compliance

8. Name of Certified Laboratory: Michigan Department of Environment, Great Lakes and Energy

9. SAMPLE CRITERIA: 

This form is for water supplies collecting some or all lead and copper samples from sites
WITH LEAD SERVICE LINES. All other supplies should use Form B. 

Yes No

Are some or all samples from sites WITH lead service lines? 

If no sites served by a lead service line, STOP and use Form B. For more information

see Instructions item 11Did you prioritize sample collection according to the following: 
Tier 1 sites must be used unless insufficient Tier 1 sites available. Tier and Sample

If insufficient Tier 1 sites available, then Tier 2 sites must be used. Category" at the end of

If insufficient Tier 2 sites, then Tier 3 sites must be used. 
the document. 

If no Tier 1, 2, or 3 sites are available, sites must be representative

of plumbing materials typically found throughout the water system. 

Were the same sampling sites used as in the previous monitoring period? 
If no, explain ( attach additional pages if needed): Due to lack of participation from customers who
sampled in last year' s lead and copper monitoring period, we had to expand our search criteria. 

Comments: 35 total lead and copper samples were collected during the monitoring period of 06/ 01/ 2021 through
09/ 30/ 2021, but only 31 samples are for compliance monitoring. 4 samples were for investigative purposes. 

10. SIGNATURE: 

Name: Christopher S. Knight Signature. 

Title: WTP Superintendent Phone: 734 241- 5947 Ext. 6 Date: October 14, 2021

EGLE Environmental Assistance Center Michigan. gov/ EGLE EQP5942a

Telephone: 1- 800- 662- 9278 Page 1 of 7 Rev. 5/ 2021

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 19 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/13/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIFTH DRAW

10/06/2021 12:00County: Berrien

15:29

DIST

578 EDWARDS,BENTON HARBOR

Sample ID: LJ84257
11001273_05Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/14/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/14/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 10/19/2021 12:21:34PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY

PM
DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION

GV `G LEAD AND COPPER REPORT AND

CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY

FORM A - SUPPLIES WITH LEAD SERVICE LINES
Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399, 

as amended (Act 399), MCL 325. 1001 et seq., and the Administrative Rules. 
Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

Administrative Rule R 325. 10710d requires water supplies to report lead and copper monitoring information within
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are
available on pages 8 - 10. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 

and Energy ( EGLE) district office. 

1. Supply Name: City of Monroe Water

2. County: Monroe 3. WSSN: 04450

4. Population: 48, 664 5. Monitoring Period: From: 06/ 01/ 2021 To: 09/ 30/ 2021

6. Minimum # of Samples Required: 30 7. # of Samples Taken: 31 for Compliance

8. Name of Certified Laboratory: Michigan Department of Environment, Great Lakes and Energy

9. SAMPLE CRITERIA: 

This form is for water supplies collecting some or all lead and copper samples from sites
WITH LEAD SERVICE LINES. All other supplies should use Form B. 

Yes No

Are some or all samples from sites WITH lead service lines? 

If no sites served by a lead service line, STOP and use Form B. For more information

see Instructions item 11Did you prioritize sample collection according to the following: 
Tier 1 sites must be used unless insufficient Tier 1 sites available. Tier and Sample

If insufficient Tier 1 sites available, then Tier 2 sites must be used. Category" at the end of

If insufficient Tier 2 sites, then Tier 3 sites must be used. 
the document. 

If no Tier 1, 2, or 3 sites are available, sites must be representative

of plumbing materials typically found throughout the water system. 

Were the same sampling sites used as in the previous monitoring period? 
If no, explain ( attach additional pages if needed): Due to lack of participation from customers who
sampled in last year' s lead and copper monitoring period, we had to expand our search criteria. 

Comments: 35 total lead and copper samples were collected during the monitoring period of 06/ 01/ 2021 through
09/ 30/ 2021, but only 31 samples are for compliance monitoring. 4 samples were for investigative purposes. 

10. SIGNATURE: 

Name: Christopher S. Knight Signature. 

Title: WTP Superintendent Phone: 734 241- 5947 Ext. 6 Date: October 14, 2021

EGLE Environmental Assistance Center Michigan. gov/ EGLE EQP5942a

Telephone: 1- 800- 662- 9278 Page 1 of 7 Rev. 5/ 2021

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 19 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/13/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIRST DRAW

10/06/2021 12:00County: Berrien

15:29

DIST

578 EDWARDS,BENTON HARBOR

Sample ID: LJ84258
11001273_06Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/14/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/14/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 10/19/2021 12:21:34PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY

PM
DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION

GV `G LEAD AND COPPER REPORT AND

CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY

FORM A - SUPPLIES WITH LEAD SERVICE LINES
Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399, 

as amended (Act 399), MCL 325. 1001 et seq., and the Administrative Rules. 
Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

Administrative Rule R 325. 10710d requires water supplies to report lead and copper monitoring information within
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are
available on pages 8 - 10. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 

and Energy ( EGLE) district office. 

1. Supply Name: City of Monroe Water

2. County: Monroe 3. WSSN: 04450

4. Population: 48, 664 5. Monitoring Period: From: 06/ 01/ 2021 To: 09/ 30/ 2021

6. Minimum # of Samples Required: 30 7. # of Samples Taken: 31 for Compliance

8. Name of Certified Laboratory: Michigan Department of Environment, Great Lakes and Energy

9. SAMPLE CRITERIA: 

This form is for water supplies collecting some or all lead and copper samples from sites
WITH LEAD SERVICE LINES. All other supplies should use Form B. 

Yes No

Are some or all samples from sites WITH lead service lines? 

If no sites served by a lead service line, STOP and use Form B. For more information

see Instructions item 11Did you prioritize sample collection according to the following: 
Tier 1 sites must be used unless insufficient Tier 1 sites available. Tier and Sample

If insufficient Tier 1 sites available, then Tier 2 sites must be used. Category" at the end of

If insufficient Tier 2 sites, then Tier 3 sites must be used. 
the document. 

If no Tier 1, 2, or 3 sites are available, sites must be representative

of plumbing materials typically found throughout the water system. 

Were the same sampling sites used as in the previous monitoring period? 
If no, explain ( attach additional pages if needed): Due to lack of participation from customers who
sampled in last year' s lead and copper monitoring period, we had to expand our search criteria. 

Comments: 35 total lead and copper samples were collected during the monitoring period of 06/ 01/ 2021 through
09/ 30/ 2021, but only 31 samples are for compliance monitoring. 4 samples were for investigative purposes. 

10. SIGNATURE: 

Name: Christopher S. Knight Signature. 

Title: WTP Superintendent Phone: 734 241- 5947 Ext. 6 Date: October 14, 2021

EGLE Environmental Assistance Center Michigan. gov/ EGLE EQP5942a

Telephone: 1- 800- 662- 9278 Page 1 of 7 Rev. 5/ 2021

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 19 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/06/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

10/06/2021 06:00County: Berrien

Corrected report.  Disregard previous report for this sample number. LJ83331Sample Comment

15:36

DIST

1069 HURD,BENTON HARBOR

Sample ID: LJ83331
11000689_03Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/07/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/07/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 10/27/2021  4:01:19PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 
DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  
as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 7 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name:       

2. County:       3. WSSN:       

4. Population:       5. Monitoring Period: From:       To:       

6. Minimum # of Samples Required:       7. # of Samples Taken:       

8. Name of Certified Laboratory:       

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 
• Tier 1 sites must be used unless insufficient Tier 1 sites available. 
• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 
• If insufficient Tier 2 sites, then Tier 3 sites must be used. 
• If no Tier 1, 2, or 3 sites are available, sites must be representative of 

plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: 

10. SIGNATURE: 

Name:            Signature:        

Title:            Phone:          Date:        
 

Merlino's Timber Country MHP

Gratiot 40574

38 6/1/21 9/30/21

5 11

EGLE State of MI Lab

Xx

X

X

Sampling sites included previous residences.  We also included more sampling sites, to get a 
broader representative cross section of the park.  We did one resample for the park office 
building.  Initially, the sample exceeded the action level for lead at 38 ppb.  After replacing the 
sink faucet and interior plumbing, the new sample collected only showed 1 ppb lead.

Jon Terres

Water Operator 989-506-3511 10/23/21

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 27 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/06/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

10/06/2021 06:00County: Berrien

Corrected report.  Disregard previous report for this sample number. LJ83332Sample Comment

15:36

DIST

1069 HURD,BENTON HARBOR

Sample ID: LJ83332
11000689_04Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/07/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/07/20210.001mg/L0.003

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 10/27/2021  4:01:19PM

MICHIGAN DEPARTMENT OF ENVIRONMENT, GREAT LAKES, AND ENERGY 
DRINKING WATER AND ENVIRONMENTAL HEALTH DIVISION 

LEAD AND COPPER REPORT AND 
CONSUMER NOTICE FOR COMMUNITY WATER SUPPLY 
Form B – Supplies WITHOUT Lead Service Lines 

Issued under authority of the Michigan Safe Drinking Water Act, 1976 PA 399,  
as amended (Act 399), MCL 325.1001 et seq., and the Administrative Rules. 

Failure to submit this information is a violation of Act 399 and may subject the water supply to enforcement penalties. 

EGLE Environmental Assistance Center Michigan.gov/EGLE EQP5942b 
Telephone:1-800-662-9278 Page 1 of 7 Rev. 5/2021 

Administrative Rule R 325.10710d requires water supplies to report lead and copper monitoring information within 
ten days after the end of the monitoring period. This form may be used to meet this requirement. Form instructions are 
available on pages 6 – 7. Submit the information to the appropriate Michigan Department of Environment, Great Lakes, 
and Energy (EGLE) district office. 

1. Supply Name:       

2. County:       3. WSSN:       

4. Population:       5. Monitoring Period: From:       To:       

6. Minimum # of Samples Required:       7. # of Samples Taken:       

8. Name of Certified Laboratory:       

9. SAMPLE CRITERIA: 

This form is for water supplies collecting ALL lead and copper samples from sites WITHOUT 
lead service lines. If samples are collected at sites with lead service lines, use Form A. 

Yes No   

  Are ALL samples from sites WITHOUT lead service lines?  
 
If no, STOP and use Form A to allow for reporting of 1st and 5th liter results. 

For more information 
see Instructions item 
11 “Tier and Sample 
Category” at the end 
of the document. 

  Did you prioritize sample collection according to the following: 
• Tier 1 sites must be used unless insufficient Tier 1 sites available. 
• If insufficient Tier 1 sites available, then Tier 2 sites must be used. 
• If insufficient Tier 2 sites, then Tier 3 sites must be used. 
• If no Tier 1, 2, or 3 sites are available, sites must be representative of 

plumbing materials typically found throughout the water system. 

  Were the same sampling sites used as in the previous monitoring period? 
If no, explain (attach additional pages if needed):       
 
 

Comments: 

10. SIGNATURE: 

Name:            Signature:        

Title:            Phone:          Date:        
 

Merlino's Timber Country MHP

Gratiot 40574

38 6/1/21 9/30/21

5 11

EGLE State of MI Lab

Xx

X

X

Sampling sites included previous residences.  We also included more sampling sites, to get a 
broader representative cross section of the park.  We did one resample for the park office 
building.  Initially, the sample exceeded the action level for lead at 38 ppb.  After replacing the 
sink faucet and interior plumbing, the new sample collected only showed 1 ppb lead.

Jon Terres

Water Operator 989-506-3511 10/23/21

EGLE-DWEHD-CWSS-LCU

RECEIVED
Oct 27 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/27/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIRST DRAW

10/20/2021 08:00County: Berrien

15:43

DIST

1191 PAVONE,BENTON HARBOR

Sample ID: LJ86267
11002624_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/28/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/28/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/3/2021  1:55:12PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/27/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIFTH DRAW

10/20/2021 08:00County: Berrien

15:43

DIST

1191 PAVONE,BENTON HARBOR

Sample ID: LJ86268
11002624_02Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/28/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/28/20210.001mg/LNot detected

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/3/2021  1:55:12PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/27/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

10/19/2021 07:30County: Berrien

15:43

DIST

792 BRITAIN,BENTON HARBOR

Sample ID: LJ86269
11002624_03Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/28/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/28/20210.001mg/L0.005

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/3/2021  1:55:12PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/27/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

10/19/2021 07:30County: Berrien

15:43

DIST

792 BRITAIN,BENTON HARBOR

Sample ID: LJ86270
11002624_04Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/28/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/28/20210.001mg/L0.004

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/3/2021  1:55:12PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/27/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

10/19/2021 12:00County: Berrien

15:43

DIST

846 E BRITAIN,BENTON HARBOR

Sample ID: LJ86271
11002624_05Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/28/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/28/20210.001mg/L0.008

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/3/2021  1:55:12PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/27/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

10/19/2021 12:00County: Berrien

15:43

DIST

846 E BRITAIN,BENTON HARBOR

Sample ID: LJ86272
11002624_06Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/28/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/28/20210.001mg/L0.004

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/3/2021  1:55:12PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/27/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

10/20/2021 06:35County: Berrien

15:43

DIST

1259 BISHOP,BENTON HARBOR

Sample ID: LJ86273
11002624_07Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/28/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/28/20210.001mg/L0.004

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/3/2021  1:55:12PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/27/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

10/20/2021 06:35County: Berrien

15:43

DIST

1259 BISHOP,BENTON HARBOR

Sample ID: LJ86274
11002624_08Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/28/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/28/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/3/2021  1:55:12PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/27/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

10/19/2021 04:30County: Berrien

15:43

DIST

1066 MONROE,BENTON HARBOR

Sample ID: LJ86275
11002624_09Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/28/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/28/20210.001mg/L0.001

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/3/2021  1:55:12PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/27/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

10/19/2021 04:30County: Berrien

15:43

DIST

1066 MONROE,BENTON HARBOR

Sample ID: LJ86276
11002624_10Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/28/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/28/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/3/2021  1:55:12PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/27/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

10/19/2021 11:30County: Berrien

15:43

DIST

812 LAVETTE,BENTON HARBOR

Sample ID: LJ86277
11002624_11Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/28/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/28/20210.001mg/L0.009

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/3/2021  1:55:12PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

10/27/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

10/19/2021 11:30County: Berrien

15:43

DIST

812 LAVETTE,BENTON HARBOR

Sample ID: LJ86278
11002624_12Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.310/28/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01510/28/20210.001mg/L0.018

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/3/2021  1:55:12PM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 3 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

11/03/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIRST DRAW

10/27/2021 19:00County: Berrien

14:41

DIST

1161 UNION,BENTON HARBOR

Sample ID: LJ87271
11100408_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.311/04/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01511/04/20210.001mg/L0.014

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/8/2021  1:16:08PM

WWA Job #: 97469

Date Reported: 11/7/2021Date Received: 10/22/2021
Sample Matrix: Drinking water

Client: Copper Harbor WWTP
Project: Drinking Water

Sample Number | ID | Description | Date/Time Sampled

97469-001 | 183 Bernard | 10/18/2021 7:30:00 AM

Units MDLDate/Time MethodResult MQLFlagsTest Analyst
ug/L610 2.811/2/2021 12:09 200.7Copper (dw) 10 CL
ug/L0.51 0.0810/26/2021 16:23 200.8Lead (dw) 0.50 SB

97469-002 | 146 Bernard | 10/20/2021 7:00:00 AM

Units MDLDate/Time MethodResult MQLFlagsTest Analyst
ug/L300 2.811/2/2021 12:12 200.7Copper (dw) 10 CL
ug/L0.44 0.0810/26/2021 16:25 200.8Lead (dw) 0.50 SBJ

97469-003 | 495 Brockway | 10/20/2021 7:45:00 AM

Units MDLDate/Time MethodResult MQLFlagsTest Analyst
ug/L350 2.811/2/2021 12:15 200.7Copper (dw) 10 CL
ug/L0.80 0.0810/26/2021 16:28 200.8Lead (dw) 0.50 SB

97469-004 | 1028 Gratiot | 10/20/2021 8:00:00 AM

Units MDLDate/Time MethodResult MQLFlagsTest Analyst
ug/L360 2.811/2/2021 12:24 200.7Copper (dw) 10 CL
ug/L0.78 0.0810/26/2021 16:30 200.8Lead (dw) 0.50 SB

Page 1 of  2

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 8 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

11/03/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

KITCHEN SINK FIFTH DRAW

10/27/2021 19:00County: Berrien

14:41

DIST

1161 UNION,BENTON HARBOR

Sample ID: LJ87272
11100408_02Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.311/04/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01511/04/20210.001mg/L0.011

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/8/2021  1:16:08PM

WWA Job #: 97469

Date Reported: 11/7/2021Date Received: 10/22/2021
Sample Matrix: Drinking water

Client: Copper Harbor WWTP
Project: Drinking Water

Sample Number | ID | Description | Date/Time Sampled

97469-001 | 183 Bernard | 10/18/2021 7:30:00 AM

Units MDLDate/Time MethodResult MQLFlagsTest Analyst
ug/L610 2.811/2/2021 12:09 200.7Copper (dw) 10 CL
ug/L0.51 0.0810/26/2021 16:23 200.8Lead (dw) 0.50 SB

97469-002 | 146 Bernard | 10/20/2021 7:00:00 AM

Units MDLDate/Time MethodResult MQLFlagsTest Analyst
ug/L300 2.811/2/2021 12:12 200.7Copper (dw) 10 CL
ug/L0.44 0.0810/26/2021 16:25 200.8Lead (dw) 0.50 SBJ

97469-003 | 495 Brockway | 10/20/2021 7:45:00 AM

Units MDLDate/Time MethodResult MQLFlagsTest Analyst
ug/L350 2.811/2/2021 12:15 200.7Copper (dw) 10 CL
ug/L0.80 0.0810/26/2021 16:28 200.8Lead (dw) 0.50 SB

97469-004 | 1028 Gratiot | 10/20/2021 8:00:00 AM

Units MDLDate/Time MethodResult MQLFlagsTest Analyst
ug/L360 2.811/2/2021 12:24 200.7Copper (dw) 10 CL
ug/L0.78 0.0810/26/2021 16:30 200.8Lead (dw) 0.50 SB

Page 1 of  2

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 8 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

11/10/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIRST DRAW

11/05/2021 07:00County: Berrien

15:27

DIST

819 E VINEYARD,BENTON HARBOR

Sample ID: LJ88344
11101137_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.311/17/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01511/17/20210.001mg/L0.005

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/22/2021 11:36:19AM

MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

11/10/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIRST DRAW

11/05/2021 07:00County: Berrien

15:27

DIST

819 E VINEYARD,BENTON HARBOR

Sample ID: LJ88344
11101137_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.311/17/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01511/17/20210.001mg/L0.005

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/22/2021 11:36:19AM

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 22 2021



MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

11/10/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIFTH DRAW

11/05/2021 07:00County: Berrien

15:27

DIST

819 E VINEYARD,BENTON HARBOR

Sample ID: LJ88345
11101137_02Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.311/17/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01511/17/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/22/2021 11:36:19AM

MICHIGAN DEPARTMENT OF
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DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

11/10/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIRST DRAW

11/05/2021 07:00County: Berrien

15:27

DIST

819 E VINEYARD,BENTON HARBOR

Sample ID: LJ88344
11101137_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.311/17/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01511/17/20210.001mg/L0.005

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/22/2021 11:36:19AM
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MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

11/10/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIRST DRAW

11/04/2021 06:00County: Berrien

15:27

DIST

754 LAVETTE,BENTON HARBOR

Sample ID: LJ88346
11101137_03Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.311/17/20210.05mg/L0.06

Lead 7439-92-1EPA 200.80.01511/17/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.

Page 1 of 1

mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/22/2021 11:36:19AM

MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

11/10/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIRST DRAW

11/05/2021 07:00County: Berrien

15:27

DIST

819 E VINEYARD,BENTON HARBOR

Sample ID: LJ88344
11101137_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.311/17/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01511/17/20210.001mg/L0.005

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane
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MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

11/10/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES

601 N RIDGEWAY CT

ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIFTH DRAW

11/04/2021 06:00County: Berrien

15:27

DIST

754 LAVETTE,BENTON HARBOR

Sample ID: LJ88347
11101137_04Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.311/17/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01511/17/20210.001mg/L0.002

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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mg/L:  milligrams / Liter (ppm)

ng/L:  nanograms / Liter (ppt) 

MPN:  Most Probable Number

RL:  Reporting Limit        

MCL:  Maximum Contaminant Level

AL:  Action Level

Not Detected:  Not detected at or above the reporting limit (RL)

CFU:  Colony Forming Unit

CAS:  Chemical Abstract Service

Laboratory Contact:  Marlene Kane

By authority of PA 368 of 1978 as amended  Report Created on: 11/22/2021 11:36:19AM

MICHIGAN DEPARTMENT OF

ENVIRONMENT, GREAT LAKES, AND ENERGY

DRINKING WATER LABORATORY
USEPA Region V Drinking Water Cert. No. MI00003

P.O. Box 30270

Lansing, MI  48909

TEL: (517) 335-8184

FAX: (517) 335-8562

Report To:

System Name/Owner:

Collection Address:

Collected By:

Sample Point:

WSSN/Pool ID:

Source:

Site Code:

Collector:

Date Collected:

Date Received:

Purpose:Water System:

Official Laboratory Report

TYPE I

Routine MonitoringTreated Public Distribution System

Other

11/10/2021

BENTON HARBOR

RESIDENT

0600

ROBERT JONES
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ST JOSEPH MI 49085

Township/Well#/Section: //

BATHROOM SINK FIRST DRAW

11/05/2021 07:00County: Berrien

15:27

DIST

819 E VINEYARD,BENTON HARBOR

Sample ID: LJ88344
11101137_01Work Order: 

TESTING INFORMATION

 CAS #Analyte Name Result
Tested

RL  MethodUnits
Date

MCL/AL

REGULATORY INFORMATION

Copper 7440-50-8EPA 200.81.311/17/20210.05mg/LNot detected

Lead 7439-92-1EPA 200.80.01511/17/20210.001mg/L0.005

Berrien County

2149 E. Napier Ave.

Benton Harbor, MI 49022

269 927-5623

The analyses performed by the EGLE Drinking Water Laboratory were conducted using methods approved by the U .S. Environmental Protection Agency in 

accordance with the Safe Drinking Water Act, 40 CFR parts 141-143, and other regulatory agencies as appropriate.

Your local health department has detailed information about the quality of drinking water in your area. If you have 

concerns about the health risks related to the test results of your sample, please contact the Environmental Health 

Section through the address and telephone number listed below.
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ANALYTICAL REPORT
Eurofins Eaton Analytical - South Bend
110 S Hill Street
South Bend, IN 46617
Tel: (574)233-4777

Laboratory Job ID: 810-4136-1
Client Project/Site: City of Benton Harbor

For:
City of Benton Harbor
601 Ridgeway
St Joseph, Michigan 49085

Attn: Abul Ahmed

Authorized for release by:
10/21/2021 3:38:41 PM
Urvashi Patel, Client Service Manager
Urvashi.Patel@Eurofinset.com

Designee for

Patricia Muff, Project Manager
(574)233-4777
patricia.muff@eurofinset.com

This report has been electronically signed and authorized by the signatory. Electronic signature is
intended to be the legally binding equivalent of a traditionally handwritten signature.

Results relate only to the items tested and the sample(s) as received by the laboratory.
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1   

Summary of Public Education (PE) Requirements and 
Certificate of Distribution 

For Community Water Supplies That Exceed the Lead Action Level 
 

Within 10 days after PE distribution deadline (e.g., within 70 days of notification of a lead action level 
exceedance, or within 70 days after the end of the monitoring period whichever is sooner), send this certificate 
of distribution document to EGLE showing you have completed each of the following requirements. 
 

Start Here if both of the following describes the water supply.  

● The water supply is a facility, such as a prison or hospital where the population is not capable of or is 
prevented from making improvements to plumbing or installing point of use treatment devices. 

● The water supply provides water as part of the cost of services provided and does not separately 
charge for water consumption. 

 

Complete each PE distribution requirement below.   
 

1. Requirement: Public education materials shall contain information in appropriate languages regarding 
the importance of the notice or contain a telephone number or address where persons served may 
contact the water supply to obtain a translated copy of the public education materials or to request 
assistance, if more than 10% of consumers are non-English speakers.   
 

☐  YES  ☒☐  NO   Do more than 10% of your customers speak a language other than English? 

 

What additional languages did you include in your PE materials? 
___________________________________________________________________________ 

 

2. Requirement: Post PE material in a public place or common area in each of the buildings served by the 
water supply.  
 

☒☐  YES  ☐  NO   Did you post the notice in a common area(s)? 

 

List locations where you posted the notice:__Each resident was given a copy & PE was posted in the 
Laundry Room where all public postings are  
posted.____________________________________________ 

 

5.3. Requirement: Distribute PE printed material to each person served by the water supply. The water 

supply may use electronic transmission instead of or combined with printed materials as long as it 

achieves at least the same coverage.  
 

☒☐  YES  ☐  NO   Did you distribute the PE to each person served by the water supply? 

☐  YES  ☒☐  NO   Did you use electronic transmission (email, text, etc)? 

 

Date delivered: ____October 27, 2021 

___________________________________________________________  

 

6.4. Certify. I affirm that public education material content and delivery requirements have been completed. I 

am enclosing a sample of the public education material we delivered. 

 
 

 

 

  

Signature  Water Supply Name 

Formatted: Indent: Left:  0.5"

Formatted: Font: 11 pt

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 29 2021
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1   

Summary of Public Education (PE) Requirements and 
Certificate of Distribution 

For Community Water Supplies That Exceed the Lead Action Level 
 

Within 10 days after PE distribution deadline (e.g., within 70 days of notification of a lead action level 
exceedance, or within 70 days after the end of the monitoring period whichever is sooner), send this certificate 
of distribution document to EGLE showing you have completed each of the following requirements. 
 

Start Here if both of the following describes the water supply.  

● The water supply is a facility, such as a prison or hospital where the population is not capable of or is 
prevented from making improvements to plumbing or installing point of use treatment devices. 

● The water supply provides water as part of the cost of services provided and does not separately 
charge for water consumption. 

 

Complete each PE distribution requirement below.   
 

1. Requirement: Public education materials shall contain information in appropriate languages regarding 
the importance of the notice or contain a telephone number or address where persons served may 
contact the water supply to obtain a translated copy of the public education materials or to request 
assistance, if more than 10% of consumers are non-English speakers.   
 

☐  YES  ☒☐  NO   Do more than 10% of your customers speak a language other than English? 

 

What additional languages did you include in your PE materials? 
___________________________________________________________________________ 

 

2. Requirement: Post PE material in a public place or common area in each of the buildings served by the 
water supply.  
 

☒☐  YES  ☐  NO   Did you post the notice in a common area(s)? 

 

List locations where you posted the notice:__Each resident was given a copy & PE was posted in the 
Laundry Room where all public postings are  
posted.____________________________________________ 

 

5.3. Requirement: Distribute PE printed material to each person served by the water supply. The water 

supply may use electronic transmission instead of or combined with printed materials as long as it 

achieves at least the same coverage.  
 

☒☐  YES  ☐  NO   Did you distribute the PE to each person served by the water supply? 

☐  YES  ☒☐  NO   Did you use electronic transmission (email, text, etc)? 

 

Date delivered: ____October 27, 2021 

___________________________________________________________  

 

6.4. Certify. I affirm that public education material content and delivery requirements have been completed. I 

am enclosing a sample of the public education material we delivered. 

 
 

 

 

  

Signature  Water Supply Name 

Formatted: Indent: Left:  0.5"

Formatted: Font: 11 pt
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Definitions/Glossary
Job ID: 810-4136-1Client: City of Benton Harbor

Project/Site: City of Benton Harbor

Glossary

These commonly used abbreviations may or may not be present in this report.

¤ Listed under the "D" column to designate that the result is reported on a dry weight basis

Abbreviation

%R Percent Recovery

CFL Contains Free Liquid

CFU Colony Forming Unit

CNF Contains No Free Liquid

DER Duplicate Error Ratio (normalized absolute difference)

Dil Fac Dilution Factor

DL Detection Limit (DoD/DOE)

DL, RA, RE, IN Indicates a Dilution, Re-analysis, Re-extraction, or additional Initial metals/anion analysis of the sample

DLC Decision Level Concentration (Radiochemistry)

EDL Estimated Detection Limit (Dioxin)

LOD Limit of Detection (DoD/DOE)

LOQ Limit of Quantitation (DoD/DOE)

MCL EPA recommended "Maximum Contaminant Level"

MDA Minimum Detectable Activity (Radiochemistry)

MDC Minimum Detectable Concentration (Radiochemistry)

MDL Method Detection Limit

ML Minimum Level (Dioxin)

MPN Most Probable Number

MQL Method Quantitation Limit

NC Not Calculated

ND Not Detected at the reporting limit (or MDL or EDL if shown)

NEG Negative / Absent

POS Positive / Present

PQL Practical Quantitation Limit

PRES Presumptive

QC Quality Control

RER Relative Error Ratio (Radiochemistry)

RL Reporting Limit or Requested Limit (Radiochemistry)

RPD Relative Percent Difference, a measure of the relative difference between two points

TEF Toxicity Equivalent Factor (Dioxin)

TEQ Toxicity Equivalent Quotient (Dioxin)

TNTC Too Numerous To Count

Eurofins Eaton Analytical - South Bend

Page 3 of 11 10/21/2021
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1   

Summary of Public Education (PE) Requirements and 
Certificate of Distribution 

For Community Water Supplies That Exceed the Lead Action Level 
 

Within 10 days after PE distribution deadline (e.g., within 70 days of notification of a lead action level 
exceedance, or within 70 days after the end of the monitoring period whichever is sooner), send this certificate 
of distribution document to EGLE showing you have completed each of the following requirements. 
 

Start Here if both of the following describes the water supply.  

● The water supply is a facility, such as a prison or hospital where the population is not capable of or is 
prevented from making improvements to plumbing or installing point of use treatment devices. 

● The water supply provides water as part of the cost of services provided and does not separately 
charge for water consumption. 

 

Complete each PE distribution requirement below.   
 

1. Requirement: Public education materials shall contain information in appropriate languages regarding 
the importance of the notice or contain a telephone number or address where persons served may 
contact the water supply to obtain a translated copy of the public education materials or to request 
assistance, if more than 10% of consumers are non-English speakers.   
 

☐  YES  ☒☐  NO   Do more than 10% of your customers speak a language other than English? 

 

What additional languages did you include in your PE materials? 
___________________________________________________________________________ 

 

2. Requirement: Post PE material in a public place or common area in each of the buildings served by the 
water supply.  
 

☒☐  YES  ☐  NO   Did you post the notice in a common area(s)? 

 

List locations where you posted the notice:__Each resident was given a copy & PE was posted in the 
Laundry Room where all public postings are  
posted.____________________________________________ 

 

5.3. Requirement: Distribute PE printed material to each person served by the water supply. The water 

supply may use electronic transmission instead of or combined with printed materials as long as it 

achieves at least the same coverage.  
 

☒☐  YES  ☐  NO   Did you distribute the PE to each person served by the water supply? 

☐  YES  ☒☐  NO   Did you use electronic transmission (email, text, etc)? 

 

Date delivered: ____October 27, 2021 

___________________________________________________________  

 

6.4. Certify. I affirm that public education material content and delivery requirements have been completed. I 

am enclosing a sample of the public education material we delivered. 

 
 

 

 

  

Signature  Water Supply Name 

Formatted: Indent: Left:  0.5"

Formatted: Font: 11 pt
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Case Narrative
Client: City of Benton Harbor Job ID: 810-4136-1
Project/Site: City of Benton Harbor

Job ID: 810-4136-1

Laboratory: Eurofins Eaton Analytical - South Bend

Narrative

Job Narrative
810-4136-1

Comments

No additional comments. 

Receipt 

The samples were received on 10/5/2021 11:06 AM.  Unless otherwise noted below, the samples arrived in good condition, and where 

required, properly preserved and on ice.

Metals 
No analytical or quality issues were noted, other than those described in the Definitions/Glossary page.

Eurofins Eaton Analytical - South Bend
Page 4 of 11 10/21/2021
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1   

Summary of Public Education (PE) Requirements and 
Certificate of Distribution 

For Community Water Supplies That Exceed the Lead Action Level 
 

Within 10 days after PE distribution deadline (e.g., within 70 days of notification of a lead action level 
exceedance, or within 70 days after the end of the monitoring period whichever is sooner), send this certificate 
of distribution document to EGLE showing you have completed each of the following requirements. 
 

Start Here if both of the following describes the water supply.  

● The water supply is a facility, such as a prison or hospital where the population is not capable of or is 
prevented from making improvements to plumbing or installing point of use treatment devices. 

● The water supply provides water as part of the cost of services provided and does not separately 
charge for water consumption. 

 

Complete each PE distribution requirement below.   
 

1. Requirement: Public education materials shall contain information in appropriate languages regarding 
the importance of the notice or contain a telephone number or address where persons served may 
contact the water supply to obtain a translated copy of the public education materials or to request 
assistance, if more than 10% of consumers are non-English speakers.   
 

☐  YES  ☒☐  NO   Do more than 10% of your customers speak a language other than English? 

 

What additional languages did you include in your PE materials? 
___________________________________________________________________________ 

 

2. Requirement: Post PE material in a public place or common area in each of the buildings served by the 
water supply.  
 

☒☐  YES  ☐  NO   Did you post the notice in a common area(s)? 

 

List locations where you posted the notice:__Each resident was given a copy & PE was posted in the 
Laundry Room where all public postings are  
posted.____________________________________________ 

 

5.3. Requirement: Distribute PE printed material to each person served by the water supply. The water 

supply may use electronic transmission instead of or combined with printed materials as long as it 

achieves at least the same coverage.  
 

☒☐  YES  ☐  NO   Did you distribute the PE to each person served by the water supply? 

☐  YES  ☒☐  NO   Did you use electronic transmission (email, text, etc)? 

 

Date delivered: ____October 27, 2021 

___________________________________________________________  

 

6.4. Certify. I affirm that public education material content and delivery requirements have been completed. I 

am enclosing a sample of the public education material we delivered. 

 
 

 

 

  

Signature  Water Supply Name 

Formatted: Indent: Left:  0.5"

Formatted: Font: 11 pt

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 29 2021



Client Sample Results
Job ID: 810-4136-1Client: City of Benton Harbor

Project/Site: City of Benton Harbor

Lab Sample ID: 810-4136-1Client Sample ID: 232 Hastings 1st Draw
Matrix: Drinking WaterDate Collected: 10/01/21 16:00
PWSID Number: MI600Date Received: 10/05/21 11:06

Method: 200.8 - Metals (ICP/MS)
RL

Lead 4.5 1.0 ug/L 10/14/21 12:47 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

1.0 ug/L 10/14/21 12:47 1Copper <1.0

Lab Sample ID: 810-4136-2Client Sample ID: 232 Hastings 5th Draw
Matrix: Drinking WaterDate Collected: 10/01/21 16:00
PWSID Number: MI600Date Received: 10/05/21 11:06

Method: 200.8 - Metals (ICP/MS)
RL

Lead 2.7 1.0 ug/L 10/14/21 12:50 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

1.0 ug/L 10/14/21 12:50 1Copper <1.0

Lab Sample ID: 810-4136-3Client Sample ID: 1020 Bishop 1st Draw
Matrix: Drinking WaterDate Collected: 09/21/21 05:00
PWSID Number: MI600Date Received: 10/05/21 11:06

Method: 200.8 - Metals (ICP/MS)
RL

Lead <1.0 1.0 ug/L 10/14/21 12:57 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

1.0 ug/L 10/14/21 12:57 1Copper 1.4

Lab Sample ID: 810-4136-4Client Sample ID: 1020 Bishop 5th Draw
Matrix: Drinking WaterDate Collected: 09/21/21 05:00
PWSID Number: MI600Date Received: 10/05/21 11:06

Method: 200.8 - Metals (ICP/MS)
RL

Lead <1.0 1.0 ug/L 10/14/21 13:00 1

Analyte Dil FacAnalyzedPreparedUnit DResult Qualifier

1.0 ug/L 10/14/21 13:00 1Copper 3.2

Eurofins Eaton Analytical - South Bend
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1   

Summary of Public Education (PE) Requirements and 
Certificate of Distribution 

For Community Water Supplies That Exceed the Lead Action Level 
 

Within 10 days after PE distribution deadline (e.g., within 70 days of notification of a lead action level 
exceedance, or within 70 days after the end of the monitoring period whichever is sooner), send this certificate 
of distribution document to EGLE showing you have completed each of the following requirements. 
 

Start Here if both of the following describes the water supply.  

● The water supply is a facility, such as a prison or hospital where the population is not capable of or is 
prevented from making improvements to plumbing or installing point of use treatment devices. 

● The water supply provides water as part of the cost of services provided and does not separately 
charge for water consumption. 

 

Complete each PE distribution requirement below.   
 

1. Requirement: Public education materials shall contain information in appropriate languages regarding 
the importance of the notice or contain a telephone number or address where persons served may 
contact the water supply to obtain a translated copy of the public education materials or to request 
assistance, if more than 10% of consumers are non-English speakers.   
 

☐  YES  ☒☐  NO   Do more than 10% of your customers speak a language other than English? 

 

What additional languages did you include in your PE materials? 
___________________________________________________________________________ 

 

2. Requirement: Post PE material in a public place or common area in each of the buildings served by the 
water supply.  
 

☒☐  YES  ☐  NO   Did you post the notice in a common area(s)? 

 

List locations where you posted the notice:__Each resident was given a copy & PE was posted in the 
Laundry Room where all public postings are  
posted.____________________________________________ 

 

5.3. Requirement: Distribute PE printed material to each person served by the water supply. The water 

supply may use electronic transmission instead of or combined with printed materials as long as it 

achieves at least the same coverage.  
 

☒☐  YES  ☐  NO   Did you distribute the PE to each person served by the water supply? 

☐  YES  ☒☐  NO   Did you use electronic transmission (email, text, etc)? 

 

Date delivered: ____October 27, 2021 

___________________________________________________________  

 

6.4. Certify. I affirm that public education material content and delivery requirements have been completed. I 

am enclosing a sample of the public education material we delivered. 

 
 

 

 

  

Signature  Water Supply Name 

Formatted: Indent: Left:  0.5"

Formatted: Font: 11 pt

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 29 2021



Lab Chronicle
Client: City of Benton Harbor Job ID: 810-4136-1
Project/Site: City of Benton Harbor

Client Sample ID: 232 Hastings 1st Draw Lab Sample ID: 810-4136-1
Matrix: Drinking WaterDate Collected: 10/01/21 16:00

Date Received: 10/05/21 11:06

Analysis 200.8 10/14/21 12:47 NB1 5291 EA SB

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA

Client Sample ID: 232 Hastings 5th Draw Lab Sample ID: 810-4136-2
Matrix: Drinking WaterDate Collected: 10/01/21 16:00

Date Received: 10/05/21 11:06

Analysis 200.8 10/14/21 12:50 NB1 5291 EA SB

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA

Client Sample ID: 1020 Bishop 1st Draw Lab Sample ID: 810-4136-3
Matrix: Drinking WaterDate Collected: 09/21/21 05:00

Date Received: 10/05/21 11:06

Analysis 200.8 10/14/21 12:57 NB1 5291 EA SB

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA

Client Sample ID: 1020 Bishop 5th Draw Lab Sample ID: 810-4136-4
Matrix: Drinking WaterDate Collected: 09/21/21 05:00

Date Received: 10/05/21 11:06

Analysis 200.8 10/14/21 13:00 NB1 5291 EA SB

Type

Batch Batch

MethodPrep Type LabAnalystRun

Prepared

or Analyzed

Batch

Number

Dilution

Factor

Total/NA

Laboratory References:

EA SB = Eurofins Eaton Analytical - South Bend, 110 S Hill Street, South Bend, IN 46617, TEL (574)233-4777

Eurofins Eaton Analytical - South Bend
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1   

Summary of Public Education (PE) Requirements and 
Certificate of Distribution 

For Community Water Supplies That Exceed the Lead Action Level 
 

Within 10 days after PE distribution deadline (e.g., within 70 days of notification of a lead action level 
exceedance, or within 70 days after the end of the monitoring period whichever is sooner), send this certificate 
of distribution document to EGLE showing you have completed each of the following requirements. 
 

Start Here if both of the following describes the water supply.  

● The water supply is a facility, such as a prison or hospital where the population is not capable of or is 
prevented from making improvements to plumbing or installing point of use treatment devices. 

● The water supply provides water as part of the cost of services provided and does not separately 
charge for water consumption. 

 

Complete each PE distribution requirement below.   
 

1. Requirement: Public education materials shall contain information in appropriate languages regarding 
the importance of the notice or contain a telephone number or address where persons served may 
contact the water supply to obtain a translated copy of the public education materials or to request 
assistance, if more than 10% of consumers are non-English speakers.   
 

☐  YES  ☒☐  NO   Do more than 10% of your customers speak a language other than English? 

 

What additional languages did you include in your PE materials? 
___________________________________________________________________________ 

 

2. Requirement: Post PE material in a public place or common area in each of the buildings served by the 
water supply.  
 

☒☐  YES  ☐  NO   Did you post the notice in a common area(s)? 

 

List locations where you posted the notice:__Each resident was given a copy & PE was posted in the 
Laundry Room where all public postings are  
posted.____________________________________________ 

 

5.3. Requirement: Distribute PE printed material to each person served by the water supply. The water 

supply may use electronic transmission instead of or combined with printed materials as long as it 

achieves at least the same coverage.  
 

☒☐  YES  ☐  NO   Did you distribute the PE to each person served by the water supply? 

☐  YES  ☒☐  NO   Did you use electronic transmission (email, text, etc)? 

 

Date delivered: ____October 27, 2021 

___________________________________________________________  

 

6.4. Certify. I affirm that public education material content and delivery requirements have been completed. I 

am enclosing a sample of the public education material we delivered. 

 
 

 

 

  

Signature  Water Supply Name 

Formatted: Indent: Left:  0.5"

Formatted: Font: 11 pt

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 29 2021



Accreditation/Certification Summary
Client: City of Benton Harbor Job ID: 810-4136-1
Project/Site: City of Benton Harbor

Laboratory: Eurofins Eaton Analytical - South Bend
The accreditations/certifications listed below are applicable to this report.

Authority Program Identification Number Expiration Date

Michigan State 9926 03-22-22

Eurofins Eaton Analytical - South Bend
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1   

Summary of Public Education (PE) Requirements and 
Certificate of Distribution 

For Community Water Supplies That Exceed the Lead Action Level 
 

Within 10 days after PE distribution deadline (e.g., within 70 days of notification of a lead action level 
exceedance, or within 70 days after the end of the monitoring period whichever is sooner), send this certificate 
of distribution document to EGLE showing you have completed each of the following requirements. 
 

Start Here if both of the following describes the water supply.  

● The water supply is a facility, such as a prison or hospital where the population is not capable of or is 
prevented from making improvements to plumbing or installing point of use treatment devices. 

● The water supply provides water as part of the cost of services provided and does not separately 
charge for water consumption. 

 

Complete each PE distribution requirement below.   
 

1. Requirement: Public education materials shall contain information in appropriate languages regarding 
the importance of the notice or contain a telephone number or address where persons served may 
contact the water supply to obtain a translated copy of the public education materials or to request 
assistance, if more than 10% of consumers are non-English speakers.   
 

☐  YES  ☒☐  NO   Do more than 10% of your customers speak a language other than English? 

 

What additional languages did you include in your PE materials? 
___________________________________________________________________________ 

 

2. Requirement: Post PE material in a public place or common area in each of the buildings served by the 
water supply.  
 

☒☐  YES  ☐  NO   Did you post the notice in a common area(s)? 

 

List locations where you posted the notice:__Each resident was given a copy & PE was posted in the 
Laundry Room where all public postings are  
posted.____________________________________________ 

 

5.3. Requirement: Distribute PE printed material to each person served by the water supply. The water 

supply may use electronic transmission instead of or combined with printed materials as long as it 

achieves at least the same coverage.  
 

☒☐  YES  ☐  NO   Did you distribute the PE to each person served by the water supply? 

☐  YES  ☒☐  NO   Did you use electronic transmission (email, text, etc)? 

 

Date delivered: ____October 27, 2021 

___________________________________________________________  

 

6.4. Certify. I affirm that public education material content and delivery requirements have been completed. I 

am enclosing a sample of the public education material we delivered. 

 
 

 

 

  

Signature  Water Supply Name 

Formatted: Indent: Left:  0.5"

Formatted: Font: 11 pt

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 29 2021



Method Summary
Job ID: 810-4136-1Client: City of Benton Harbor

Project/Site: City of Benton Harbor

Method Method Description LaboratoryProtocol

EPA200.8 Metals (ICP/MS) EA SB

Protocol References:

EPA = US Environmental Protection Agency

Laboratory References:

EA SB = Eurofins Eaton Analytical - South Bend, 110 S Hill Street, South Bend, IN 46617, TEL (574)233-4777

Eurofins Eaton Analytical - South Bend
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1   

Summary of Public Education (PE) Requirements and 
Certificate of Distribution 

For Community Water Supplies That Exceed the Lead Action Level 
 

Within 10 days after PE distribution deadline (e.g., within 70 days of notification of a lead action level 
exceedance, or within 70 days after the end of the monitoring period whichever is sooner), send this certificate 
of distribution document to EGLE showing you have completed each of the following requirements. 
 

Start Here if both of the following describes the water supply.  

● The water supply is a facility, such as a prison or hospital where the population is not capable of or is 
prevented from making improvements to plumbing or installing point of use treatment devices. 

● The water supply provides water as part of the cost of services provided and does not separately 
charge for water consumption. 

 

Complete each PE distribution requirement below.   
 

1. Requirement: Public education materials shall contain information in appropriate languages regarding 
the importance of the notice or contain a telephone number or address where persons served may 
contact the water supply to obtain a translated copy of the public education materials or to request 
assistance, if more than 10% of consumers are non-English speakers.   
 

☐  YES  ☒☐  NO   Do more than 10% of your customers speak a language other than English? 

 

What additional languages did you include in your PE materials? 
___________________________________________________________________________ 

 

2. Requirement: Post PE material in a public place or common area in each of the buildings served by the 
water supply.  
 

☒☐  YES  ☐  NO   Did you post the notice in a common area(s)? 

 

List locations where you posted the notice:__Each resident was given a copy & PE was posted in the 
Laundry Room where all public postings are  
posted.____________________________________________ 

 

5.3. Requirement: Distribute PE printed material to each person served by the water supply. The water 

supply may use electronic transmission instead of or combined with printed materials as long as it 

achieves at least the same coverage.  
 

☒☐  YES  ☐  NO   Did you distribute the PE to each person served by the water supply? 

☐  YES  ☒☐  NO   Did you use electronic transmission (email, text, etc)? 

 

Date delivered: ____October 27, 2021 

___________________________________________________________  

 

6.4. Certify. I affirm that public education material content and delivery requirements have been completed. I 

am enclosing a sample of the public education material we delivered. 

 
 

 

 

  

Signature  Water Supply Name 

Formatted: Indent: Left:  0.5"

Formatted: Font: 11 pt

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 29 2021



Sample Summary
Client: City of Benton Harbor Job ID: 810-4136-1
Project/Site: City of Benton Harbor

Lab Sample ID Client Sample ID Matrix Collected Received PWSID Number

810-4136-1 232 Hastings 1st Draw Drinking Water 10/01/21 16:00 10/05/21 11:06 MI600

810-4136-2 232 Hastings 5th Draw Drinking Water 10/01/21 16:00 10/05/21 11:06 MI600

810-4136-3 1020 Bishop 1st Draw Drinking Water 09/21/21 05:00 10/05/21 11:06 MI600

810-4136-4 1020 Bishop 5th Draw Drinking Water 09/21/21 05:00 10/05/21 11:06 MI600

Eurofins Eaton Analytical - South Bend
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1   

Summary of Public Education (PE) Requirements and 
Certificate of Distribution 

For Community Water Supplies That Exceed the Lead Action Level 
 

Within 10 days after PE distribution deadline (e.g., within 70 days of notification of a lead action level 
exceedance, or within 70 days after the end of the monitoring period whichever is sooner), send this certificate 
of distribution document to EGLE showing you have completed each of the following requirements. 
 

Start Here if both of the following describes the water supply.  

● The water supply is a facility, such as a prison or hospital where the population is not capable of or is 
prevented from making improvements to plumbing or installing point of use treatment devices. 

● The water supply provides water as part of the cost of services provided and does not separately 
charge for water consumption. 

 

Complete each PE distribution requirement below.   
 

1. Requirement: Public education materials shall contain information in appropriate languages regarding 
the importance of the notice or contain a telephone number or address where persons served may 
contact the water supply to obtain a translated copy of the public education materials or to request 
assistance, if more than 10% of consumers are non-English speakers.   
 

☐  YES  ☒☐  NO   Do more than 10% of your customers speak a language other than English? 

 

What additional languages did you include in your PE materials? 
___________________________________________________________________________ 

 

2. Requirement: Post PE material in a public place or common area in each of the buildings served by the 
water supply.  
 

☒☐  YES  ☐  NO   Did you post the notice in a common area(s)? 

 

List locations where you posted the notice:__Each resident was given a copy & PE was posted in the 
Laundry Room where all public postings are  
posted.____________________________________________ 

 

5.3. Requirement: Distribute PE printed material to each person served by the water supply. The water 

supply may use electronic transmission instead of or combined with printed materials as long as it 

achieves at least the same coverage.  
 

☒☐  YES  ☐  NO   Did you distribute the PE to each person served by the water supply? 

☐  YES  ☒☐  NO   Did you use electronic transmission (email, text, etc)? 

 

Date delivered: ____October 27, 2021 

___________________________________________________________  

 

6.4. Certify. I affirm that public education material content and delivery requirements have been completed. I 

am enclosing a sample of the public education material we delivered. 

 
 

 

 

  

Signature  Water Supply Name 

Formatted: Indent: Left:  0.5"

Formatted: Font: 11 pt

EGLE-DWEHD-CWSS-LCU
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Nov 29 2021
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1   

Summary of Public Education (PE) Requirements and 
Certificate of Distribution 

For Community Water Supplies That Exceed the Lead Action Level 
 

Within 10 days after PE distribution deadline (e.g., within 70 days of notification of a lead action level 
exceedance, or within 70 days after the end of the monitoring period whichever is sooner), send this certificate 
of distribution document to EGLE showing you have completed each of the following requirements. 
 

Start Here if both of the following describes the water supply.  

● The water supply is a facility, such as a prison or hospital where the population is not capable of or is 
prevented from making improvements to plumbing or installing point of use treatment devices. 

● The water supply provides water as part of the cost of services provided and does not separately 
charge for water consumption. 

 

Complete each PE distribution requirement below.   
 

1. Requirement: Public education materials shall contain information in appropriate languages regarding 
the importance of the notice or contain a telephone number or address where persons served may 
contact the water supply to obtain a translated copy of the public education materials or to request 
assistance, if more than 10% of consumers are non-English speakers.   
 

☐  YES  ☒☐  NO   Do more than 10% of your customers speak a language other than English? 

 

What additional languages did you include in your PE materials? 
___________________________________________________________________________ 

 

2. Requirement: Post PE material in a public place or common area in each of the buildings served by the 
water supply.  
 

☒☐  YES  ☐  NO   Did you post the notice in a common area(s)? 

 

List locations where you posted the notice:__Each resident was given a copy & PE was posted in the 
Laundry Room where all public postings are  
posted.____________________________________________ 

 

5.3. Requirement: Distribute PE printed material to each person served by the water supply. The water 

supply may use electronic transmission instead of or combined with printed materials as long as it 

achieves at least the same coverage.  
 

☒☐  YES  ☐  NO   Did you distribute the PE to each person served by the water supply? 

☐  YES  ☒☐  NO   Did you use electronic transmission (email, text, etc)? 

 

Date delivered: ____October 27, 2021 

___________________________________________________________  

 

6.4. Certify. I affirm that public education material content and delivery requirements have been completed. I 

am enclosing a sample of the public education material we delivered. 

 
 

 

 

  

Signature  Water Supply Name 

Formatted: Indent: Left:  0.5"

Formatted: Font: 11 pt
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Login Sample Receipt Checklist

Client: City of Benton Harbor Job Number: 810-4136-1

Login Number: 4136

Question Answer Comment

Creator: Spurgeon, Sheri

List Source: Eurofins Eaton Analytical - South Bend

List Number: 1

TrueThe cooler's custody seal, if present, is intact.

TrueSample custody seals, if present, are intact.

FalseSamples were received on ice. Thermal preservation not required.

TrueCooler Temperature is acceptable.

FalseCooler Temperature is recorded. Thermal preservation not required.

TrueCOC is present.

TrueCOC is filled out in ink and legible.

TrueCOC is filled out with all pertinent information.

TrueThere are no discrepancies between the containers received and the COC.

TrueSamples are received within Holding Time (excluding tests with immediate 
HTs)

TrueSample containers have legible labels.

TrueContainers are not broken or leaking.

TrueSample collection date/times are provided.

TrueThere is sufficient vol. for all requested analyses, incl. any requested 
MS/MSDs

TrueContainers requiring zero headspace have no headspace or bubble is 
<6mm (1/4").

TrueSamples do not require splitting or compositing.

FalseContainer provided by EEA Client provided containers

Eurofins Eaton Analytical - South Bend
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1   

Summary of Public Education (PE) Requirements and 
Certificate of Distribution 

For Community Water Supplies That Exceed the Lead Action Level 
 

Within 10 days after PE distribution deadline (e.g., within 70 days of notification of a lead action level 
exceedance, or within 70 days after the end of the monitoring period whichever is sooner), send this certificate 
of distribution document to EGLE showing you have completed each of the following requirements. 
 

Start Here if both of the following describes the water supply.  

● The water supply is a facility, such as a prison or hospital where the population is not capable of or is 
prevented from making improvements to plumbing or installing point of use treatment devices. 

● The water supply provides water as part of the cost of services provided and does not separately 
charge for water consumption. 

 

Complete each PE distribution requirement below.   
 

1. Requirement: Public education materials shall contain information in appropriate languages regarding 
the importance of the notice or contain a telephone number or address where persons served may 
contact the water supply to obtain a translated copy of the public education materials or to request 
assistance, if more than 10% of consumers are non-English speakers.   
 

☐  YES  ☒☐  NO   Do more than 10% of your customers speak a language other than English? 

 

What additional languages did you include in your PE materials? 
___________________________________________________________________________ 

 

2. Requirement: Post PE material in a public place or common area in each of the buildings served by the 
water supply.  
 

☒☐  YES  ☐  NO   Did you post the notice in a common area(s)? 

 

List locations where you posted the notice:__Each resident was given a copy & PE was posted in the 
Laundry Room where all public postings are  
posted.____________________________________________ 

 

5.3. Requirement: Distribute PE printed material to each person served by the water supply. The water 

supply may use electronic transmission instead of or combined with printed materials as long as it 

achieves at least the same coverage.  
 

☒☐  YES  ☐  NO   Did you distribute the PE to each person served by the water supply? 

☐  YES  ☒☐  NO   Did you use electronic transmission (email, text, etc)? 

 

Date delivered: ____October 27, 2021 

___________________________________________________________  

 

6.4. Certify. I affirm that public education material content and delivery requirements have been completed. I 

am enclosing a sample of the public education material we delivered. 

 
 

 

 

  

Signature  Water Supply Name 

Formatted: Indent: Left:  0.5"

Formatted: Font: 11 pt

EGLE-DWEHD-CWSS-LCU

RECEIVED
Nov 29 2021


	Insert from: "00600_BentonHarbor_LCR_Results(13)_2021-2.pdf"
	1. Cover Page
	2. Table of Contents
	3. Definitions/Glossary
	4. Case Narrative
	5. Client Sample Results
	6. Lab Chronicle
	7. Certification Summary
	8. Method Summary
	9. Sample Summary
	10. Chain of Custody
	11. Receipt Checklists

	Insert from: "00600_BentonHarbor_LCR_Results(5)_2021-2.pdf"
	ExtractPage2
	ExtractPage1


